Renewed interest in freeze desalination has emerged due to its advantages over other desalination technologies. A major advantage of the freeze desalination process over evaporative methods is its lower energy consumption (latent heat of freezing is 333.5 kJ/kg and latent heat of evaporation is 2256.7 kJ/kg). Cryogenic fluids like LN2/LAir are emerging as an effective energy storage medium to maximise utilisation of intermittent renewable energy sources. The recovery of this stored cold energy has the potential to be used for freeze desalination. Computational Fluid Dynamics (CFD) modelling was developed to simulate the evaporation of liquid nitrogen to simultaneously conduct freeze desalination to investigate the feasibility of using cryogenic energy for freeze desalination. This integrated CFD model was validated using experimental heat exchanger test facility constructed, to evaporate liquid nitrogen to supply the cooling required for freezing. Parametric study on the LN2 flow rate to observe the volume of ice obtained was also examined using CFD, where increasing the velocity of LN2 by 6 times, increased the volume of ice obtained by 4.3 times. A number of freezing stages were required in order to reduce the ice salinity from 1.5% down to 0.1% as regarded by the World Health Organisation (WHO) as safe to drink. In the cryogenic desalination test rig, approximately 1.35 L of liquid nitrogen was required to reduce the ice salinity from 1.5% to less than 0.1%. Furthermore, the above results illustrate the potential of using the cold energy of cryogenic fluids such as Liquified Natural Gas (LNG) and LN2/LAir for freeze desalination applications as most cold energy during LNG regasification has been unexploited today.
Introduction
Sustainable resources of water and energy are essential for social, economic and human wellbeing in the modern world [1] . The basic substance for life is water, and it is progressively becoming a scarce resource with half of the population of about 88 developing countries affected by water shortages [2] . In these developing countries, 80% to 90% of all diseases are caused by poor water quality and 30% deaths are also due to poor water quality [2] . The people affected by harsh water shortages are projected to rise in the next 25 years due to the growth in population and the demands of industrialization [3] . At present, the rate of increase of water consumption is twice the rate of population growth, where it doubles every 20 years [4] . There is a vast amount of water available on Earth, about 1.4 × 10 9 km 3 [4] . However, less than 3% of this amount is fresh water, about 3.5 × 10 7 km 3 . A major part of this (about 2.4 × 10 7 km 3) is not accessible due to it being located in ice caps and glaciers. Approximately, 1.1 × 10 7 km 3 of the Earth's water is retained as groundwater, plants, atmosphere and surface water in rivers, lakes, etc. [5] . The greatest part of this water has slowly accrued over time, and it is not process was carried out, and an experimental test rig was built to further understand this process and to validate the CFD model.
CFD Modelling Theory
Literature on CFD modelling of the evaporation of liquid nitrogen process and the freeze desalination process is very limited. Therefore, CFD modelling of the evaporation of liquid nitrogen as a source of cooling for the freeze desalination process was established. In this paper, 3D CFD simulations were developed to simulate the evaporation of liquid nitrogen to simultaneously conduct freeze desalination. The modelling theories of the evaporation of liquid nitrogen process and of the freeze desalination process are discussed in this paper.
Evaporation of Liquid Nitrogen Theory
Liquid nitrogen turns from liquid to nitrogen gas in the evaporation process of LN 2 . Therefore, for modelling the evaporation process where the fluid changes phase (liquid to gas), the multiphase model in ANSYS Fluent (19.1, ANSYS, Canonsburg, Pennsylvania, United States, 2018) is used. Additionally, the energy and the turbulent models were used to determine temperature variation during the turbulent flow of the fluid. In the ANSYS multiphase module, three different Euler-Euler multiphase models are offered: the Eulerian model, the mixture model and the volume of fluid (VOF) model [34] . All of these Euler-Euler multiphase models can be used to model the evaporation of liquid nitrogen. However, only the volume of fluid (VOF) can be used in conjunction with the solidification/melting model that is used to model the freeze desalination process. Therefore, when simulating the evaporation of liquid nitrogen simultaneously with the freeze desalination modelling, only the VOF option in the multiphase model can be used.
By solving a single set of momentum equations and tracking the volume fraction of each of the fluids in the field, the VOF model is able to model two or more immiscible fluids [34] . Key processes that the VOF model is able to model are steady/transient tracking of any liquid-gas interface, motion of bubbles in a liquid, prediction of jet breakup, etc. [34] .
In the VOF model, the tracking of the interfaces between the phases is achieved by using the continuity equation for the volume fraction of one or more of the phases. Hence, Equation (1) represents this for the q th phase [34] .
where the mass transfer from phase p to phase q is denoted as . m pq , and the mass transfer from phase q to phase p is denoted as . m qp . S α q is a source term which is zero by default, but a user-defined mass source for each phase can be specified.
For the primary phase, the volume fraction equation is not solved; based on the following constraint, the primary-phase volume fraction is calculated as n q=1 α q = 1. Through implicit or explicit time discretization, the volume fraction equation is solved [34] . In the VOF model, a single momentum equation is solved, and the subsequent velocity field is shared amid the phases. The momentum equation is dependent on the volume fractions of all phases via the properties µ and ρ, as shown in Equation ( 2) [34] .
In the VOF model, the energy Equation (3), is shared among the phases [34] . 
Processes 2020, 8, 19 4 of 26 Energy E (Equation (4)) and temperature T are treated as mass-averaged variables in the VOF model. E = n q=1 α q ρ q E q n q=1 α q ρ q (4) where the specific heat of that phase and the shared temperature are what E q for each phase is based on [34] . The effective thermal conductivity k e f f and ρ are shared by the phases. Influences from radiation and any other volumetric heat sources are what the source term S h comprises [34] .
Freeze Desalination Process Theory
In order to simulate the freeze desalination process, energy (heat transfer), species transport and solidification/melting modules were used. Solidification/melting and species transport modules were utilised in order to separate the pure water (as ice) from the rejected brine solution [17] . Equations (5) to (17) describe the freeze desalination process on ANSYS Fluent and it is detailed by Jayakody et al. [7, 17] .
The material's enthalpy is calculated from Equation (5) .
h is the sensible enthalpy calculated by Equation (6) .
The energy equation for solidification problems with the inclusion of species transport is shown in Equation (7) [17] .
The liquid fraction, β is found by Equation (8) [7] . β = T − T solidus T liquidus − T solidus , when T solidus < T < T liquidus (8) β = 0, when T < T solidus β = 1, when T > T liquidus
The latent heat content is determined in terms of the latent heat of the material and the liquid volume fraction β as shown in Equation (9) . With values of β ranging from 0 to 1, this latent heat content can differ from 0 (solid) to L (liquid).
The apparent melting temperature is T melt , where phase change occurs for solidification of a pure substance. A mushy freeze/melt region happens at a higher liquidus (T liquidus ) temperature and a lower solidus temperature (T solidus ) for a multicomponent mixture as shown in Equations (10) and (11) [35] .
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For species separation, the 'scheil' rule has been sourced at the micro-scale as it assumes no diffusion of solute species in the solid, and the species transport Equation (12) is determined as [7, 36] .
Equation (12) displays the mass fractions of liquid Y i,liq and solid Y i,sol , which are related by K i , the partition coefficient [7] .
For the Scheil rule, T * , the temperature at the interface is shown in Equation (14) [7] .
Thermal buoyancy occurs due to the variations in density with temperature and is determined by natural convection flows. Solutal buoyancy happens when density varies with species composition, and Equation (15) is used to calculate the solutal buoyancy body forces [17] .
ANSYS Fluent uses a conservation equation of mass and momentum to solve for chemical species and the local mass fraction of each species and it is conducted by solving a convection-diffusion Equation (16) [17] .
The momentum Equation (17) is solved between the phases and the subsequent velocity is shared [17] .
CFD Methodology
Computational fluid dynamics (CFD) was used to model the evaporation of liquid nitrogen to simultaneously conduct freeze desalination of saline water using the software ANSYS Fluent version 19.1 (ANSYS, Canonsburg, Pennsylvania, United States, 2018) [37] .
The Geometry
The geometry has then been modelled using ANSYS geometry modeller of the CFD software, to the exact dimensions of the experimental test rig, which was designed based on results obtained for the cryogenic chill down process studied by Hartwig et al. [38] . Figure 1 shows the 3D geometry modelled using ANSYS geometry modeller consisting of two concentric tubes where the inner one is made of copper with an 8 mm diameter and it is surrounded by a Pyrex glass tube with a 28 mm diameter. The thickness of the copper tube and the glass tube were 0.5 and 3 mm, respectively, with a total length of 1000 mm. Liquid nitrogen flows through the inner tube, while the seawater stays stationary in the glass tube surrounding the copper tube. Only half of the geometry has been modelled due to the symmetrical nature of the pipes as shown in Figure 2 , in order to reduce the computational time. 
The Mesh
'ANSYS Meshing' (19.1, ANSYS, Canonsburg, Pennsylvania, United States, 2018) was used to create the 3D mesh of the geometry where a tetrahedral mesh has been created with edge sizing in order to optimise the mesh. Mesh independency study was conducted by using finer and coarser meshes with different edge sizing in order to select a suitable mesh as shown in Table 1 . The predicted salinity of ice was compared with the measured salinity of ice (0.9%), and the percentage errors are shown in Table 1 . The quality of all the three meshes was good; however, increasing the density of the mesh requires longer computational time but produces more accurate results [7] . Further increase in the mesh density did not improve the results a great deal, thus a medium mesh has been chosen. 
Mesh Types Description

Set-Up
'ANSYS Fluent-Setup' (19.1, ANSYS, Canonsburg, Pennsylvania, United States, 2018) was used to define the solvers, materials, modules, boundary conditions, solution methods and discretization settings for the imported mesh. A transient solving process was selected due to time variation of the wall temperature during the cryogenic chill down process. A pressure-based solver was used with absolute velocity formulation enabled.
The boundary conditions are set to match the experimental test rig, and Figure 2 displays the labelled cross-sectional view of the CFD model. The system is divided into two sections where, the evaporation of liquid nitrogen domain is inside the copper tube while the surrounding glass tube contains the saltwater mixture domain to be frozen. Initially, the system is at ambient of 293.15 K. 
The boundary conditions are set to match the experimental test rig, and Figure 2 displays the labelled cross-sectional view of the CFD model. The system is divided into two sections where, the evaporation of liquid nitrogen domain is inside the copper tube while the surrounding glass tube contains the saltwater mixture domain to be frozen. Initially, the system is at ambient of 293.15 K.
• Medium mesh with edge sizing. 
• Fine mesh with edge sizing. 
The boundary conditions are set to match the experimental test rig, and Figure 2 displays the labelled cross-sectional view of the CFD model. The system is divided into two sections where, the evaporation of liquid nitrogen domain is inside the copper tube while the surrounding glass tube contains the saltwater mixture domain to be frozen. Initially, the system is at ambient of 293.15 K. Then, liquid nitrogen enters the tube at a temperature of 77.364 K, evaporates inside the tube and leaves as nitrogen gas. The inlet is set as velocity inlet where the velocity of liquid nitrogen entering the system was 0.0006 m/s, and the outlet was set as a pressure outlet at atmospheric pressure. The surrounding salt solution is of 15 g/L concentration (1.5%) with an initial temperature of 293.15 K. This salt solution is present inside the surrounding Pyrex glass tube where the copper tube makes contact with the salt solution to indirectly freeze and desalinate the solution.
In order to obtain the most accurate results in less computational time, a suitable time step must be selected by conducting time step size independency tests. Therefore, it is understood that increasing the time step size, decreased the computational time; however, decreasing the time step size improved the results' accuracy and avoided many errors in the ANSYS Fluent software. After conducting time step size independency tests by trial and error, a time step of 0.0001 s was used with 20 iterations per time step; thus, 5.4 × 10 6 s of time steps were required to run the simulation for 9 min real time. This was the optimum time step size that could be used, where increasing this time step size produced less accurate results, and decreasing this time step resulted in longer computational time. Increasing this time step also produced many errors such as 'floating point exception' to appear in the 'ANSYS Fluent Solution', resulting in the system crashing. With this time step size, it took about 6 days to complete one run with the mesh nodes and elements stated above in Table 1 .
CFD Results
Figures 3-7 display the contours obtained after 9 min of real time. The temperature distribution of the liquid nitrogen in the copper tube in Figure 3 shows that LN 2 travels from left to right, where only the beginning of the tube is at very low temperatures due to the very low velocity of LN 2 . The temperature distribution of the salt water surrounding the copper tube is shown in Figure 4 . in the 'ANSYS Fluent Solution', resulting in the system crashing. With this time step size, it took about 6 days to complete one run with the mesh nodes and elements stated above in Table 1 .
Figures 3-7 display the contours obtained after 9 min of real time. The temperature distribution of the liquid nitrogen in the copper tube in Figure 3 shows that LN2 travels from left to right, where only the beginning of the tube is at very low temperatures due to the very low velocity of LN2. The temperature distribution of the salt water surrounding the copper tube is shown in Figure 4 . in the 'ANSYS Fluent Solution', resulting in the system crashing. With this time step size, it took about 6 days to complete one run with the mesh nodes and elements stated above in Table 1 .
Figures 3-7 display the contours obtained after 9 min of real time. The temperature distribution of the liquid nitrogen in the copper tube in Figure 3 shows that LN2 travels from left to right, where only the beginning of the tube is at very low temperatures due to the very low velocity of LN2. The temperature distribution of the salt water surrounding the copper tube is shown in Figure 4 . beginning of the tube due to the low velocity of LN2. The volume of ice formed was calculated by taking the blue region in Figure 5 and generating the volume in the software which is 46.71 mL. Figures 6 and 7 show the salt water mass fraction and pure water mass fraction contours respectively. The salt water mass fraction is minimal in the regions where the ice is formed as shown in Figure 6 , and the pure water mass fraction is very high in these regions as shown in Figure 7 . The ice region generated from Figure 5 was used to calculate the salinity of ice, where the average salinity of the ice volume was calculated by the software. The volume remaining is the brine solution and its average salinity is calculated by the software. Hence, the salinity of ice formed was 0.73%; the salinity of the remaining brine was 1.70%, and it is calculated by taking the volume average over the whole domain. Figures 6 and 7 show the salt water mass fraction and pure water mass fraction contours respectively. The salt water mass fraction is minimal in the regions where the ice is formed as shown in Figure 6 , and the pure water mass fraction is very high in these regions as shown in Figure 7 . The ice region generated from Figure 5 was used to calculate the salinity of ice, where the average salinity of the ice volume was calculated by the software. The volume remaining is the brine solution and its average salinity is calculated by the software. Hence, the salinity of ice formed was 0.73%; the salinity of the remaining brine was 1.70%, and it is calculated by taking the volume average over the whole domain. Figure 6 . Salt water mass fraction contours. Figure 6 . Salt water mass fraction contours. Figure 5 displays the liquid phase fraction contours, where the formation of ice is shown. The blue region indicates the ice formed; the brine remaining is indicated by the red region, and the intermediate colours denote the liquid/solid mushy zone. Moreover, these contours go from 0 to 1 where 1 means it is pure liquid, 0 means it is pure solid, and the intermediate numbers represent the mushy regions. Liquid phase fraction contours in Figure 5 show that ice was formed only at the beginning of the tube due to the low velocity of LN 2 . The volume of ice formed was calculated by taking the blue region in Figure 5 and generating the volume in the software which is 46.71 mL. 
Experimental Test Facility
This test rig was constructed to develop a system where the evaporation of liquid nitrogen would simultaneously desalinate seawater. The primary objective of this test rig was to understand the evaporation process of liquid nitrogen to be used for desalinating seawater. The heat transfer process was also examined where a method for enhancement of heat transfer was implemented in order to capitalize on the cold energy stored in liquid nitrogen.
The experimental test facility's schematic diagram is shown in Figure 8 . This test rig is divided into two circuits, the evaporation of liquid nitrogen circuit and the freeze desalination one, which are connected by a heat exchanger. The concentric tube heat exchanger consists of a copper tube for the evaporation of LN2, which is surrounded by a glass tube that contains stationary seawater. A glass tube was chosen to store seawater in order to observe the formation of ice, and a copper tube was used for the LN2 evaporation process to ensure effective heat transfer between the evaporating nitrogen and the saline water. Figures 6 and 7 show the salt water mass fraction and pure water mass fraction contours respectively. The salt water mass fraction is minimal in the regions where the ice is formed as shown in Figure 6 , and the pure water mass fraction is very high in these regions as shown in Figure 7 . The ice region generated from Figure 5 was used to calculate the salinity of ice, where the average salinity of the ice volume was calculated by the software. The volume remaining is the brine solution and its average salinity is calculated by the software. Hence, the salinity of ice formed was 0.73%; the salinity of the remaining brine was 1.70%, and it is calculated by taking the volume average over the whole domain.
The experimental test facility's schematic diagram is shown in Figure 8 . This test rig is divided into two circuits, the evaporation of liquid nitrogen circuit and the freeze desalination one, which are connected by a heat exchanger. The concentric tube heat exchanger consists of a copper tube for the evaporation of LN 2 , which is surrounded by a glass tube that contains stationary seawater. A glass tube was chosen to store seawater in order to observe the formation of ice, and a copper tube was used for the LN 2 evaporation process to ensure effective heat transfer between the evaporating nitrogen and the saline water.
In the first circuit, the liquid nitrogen was poured into an insulated LN 2 tank, and it was circulated through an 8 mm diameter copper tube and into the atmosphere at moderately higher temperature. The LN 2 flow rate was measured, and cryogenic thermocouples were placed at the inlet and outlet of the heat exchanger and as well as at different locations at the surface of the copper tube to measure the temperatures as shown in Figure 9 . The pressure difference between the inlet and outlet was measured using a manometer. Insulation sheets and aluminium foil has been used to insulate the LN 2 tank and the joining copper tubes. In the first circuit, the liquid nitrogen was poured into an insulated LN2 tank, and it was circulated through an 8 mm diameter copper tube and into the atmosphere at moderately higher temperature. The LN2 flow rate was measured, and cryogenic thermocouples were placed at the inlet and outlet of the heat exchanger and as well as at different locations at the surface of the copper tube to measure the temperatures as shown in Figure 9 . The pressure difference between the inlet and outlet was measured using a manometer. Insulation sheets and aluminium foil has been used to insulate the LN2 tank and the joining copper tubes. In the second circuit, seawater of known salinity is poured into the glass tube which is surrounding the copper tube. This stationary seawater is cooled down by the evaporation of LN2. The temperature was measured at different locations at the surface of the copper tube using thermocouples. The temperature sensors were all connected to two data loggers that are connected In the first circuit, the liquid nitrogen was poured into an insulated LN2 tank, and it was circulated through an 8 mm diameter copper tube and into the atmosphere at moderately higher temperature. The LN2 flow rate was measured, and cryogenic thermocouples were placed at the inlet and outlet of the heat exchanger and as well as at different locations at the surface of the copper tube to measure the temperatures as shown in Figure 9 . The pressure difference between the inlet and outlet was measured using a manometer. Insulation sheets and aluminium foil has been used to insulate the LN2 tank and the joining copper tubes. In the second circuit, seawater of known salinity is poured into the glass tube which is surrounding the copper tube. This stationary seawater is cooled down by the evaporation of LN2. The temperature was measured at different locations at the surface of the copper tube using thermocouples. The temperature sensors were all connected to two data loggers that are connected In the second circuit, seawater of known salinity is poured into the glass tube which is surrounding the copper tube. This stationary seawater is cooled down by the evaporation of LN 2 . The temperature was measured at different locations at the surface of the copper tube using thermocouples. The temperature sensors were all connected to two data loggers that are connected to a computer to record the data. The complete test rig is shown photographically in Figure 10 with all its main components labelled.
to a computer to record the data. The complete test rig is shown photographically in Figure 10 with all its main components labelled.
The overall length of this heat exchanger is 1000 mm. The copper tube has an inner diameter of 8 mm with a 0.5 mm wall thickness, and the glass tube has an inner 28 mm diameter with a 3 mm wall thickness. The outer tube was made from glass that can handle cryogenic temperatures, and this allows the ice formation to be seen clearly as shown in Figure 10 . This test rig was built to study the evaporation of liquid nitrogen process for freeze desalination.
In the first set of tests, the copper tube was kept as it was, and the flow rates were changed. In the second set of tests, a copper mesh was inserted into the copper tube in order to increase the transfer of heat and to improve the freezing rate. The inserted copper mesh had a wire diameter of 0.5 mm and is shown in Figure 11 . The liquid nitrogen cryogenic tank is made of copper which has a total volume of 0.51 L. The 54 mm diameter tank with a 207 mm length is connected to a reducer from 54 to 15 mm by a copper push fitting. This is then welded to another reducer to decrease the diameter to 8 mm. In order to minimize heat transfer from the surrounding to the LN2 in the tank, 21 insulation sheets were wrapped around it. Moreover, aluminium foil was used between the insulation layers to reduce radiation heat transfer. A total of 21 layers of insulation sheets were selected as the temperature of the last insulation sheet was measured, and it was close to ambient temperature. These insulation sheets have a thermal conductivity of 0.035 W/m.K and of 3 mm thickness. Therefore, the total The overall length of this heat exchanger is 1000 mm. The copper tube has an inner diameter of 8 mm with a 0.5 mm wall thickness, and the glass tube has an inner 28 mm diameter with a 3 mm wall thickness. The outer tube was made from glass that can handle cryogenic temperatures, and this allows the ice formation to be seen clearly as shown in Figure 10 .
This test rig was built to study the evaporation of liquid nitrogen process for freeze desalination. In the first set of tests, the copper tube was kept as it was, and the flow rates were changed. In the second set of tests, a copper mesh was inserted into the copper tube in order to increase the transfer of heat and to improve the freezing rate. The inserted copper mesh had a wire diameter of 0.5 mm and is shown in Figure 11 . to a computer to record the data. The complete test rig is shown photographically in Figure 10 with all its main components labelled. The overall length of this heat exchanger is 1000 mm. The copper tube has an inner diameter of 8 mm with a 0.5 mm wall thickness, and the glass tube has an inner 28 mm diameter with a 3 mm wall thickness. The outer tube was made from glass that can handle cryogenic temperatures, and this allows the ice formation to be seen clearly as shown in Figure 10 . This test rig was built to study the evaporation of liquid nitrogen process for freeze desalination. In the first set of tests, the copper tube was kept as it was, and the flow rates were changed. In the second set of tests, a copper mesh was inserted into the copper tube in order to increase the transfer of heat and to improve the freezing rate. The inserted copper mesh had a wire diameter of 0.5 mm and is shown in Figure 11 . The liquid nitrogen cryogenic tank is made of copper which has a total volume of 0.51 L. The 54 mm diameter tank with a 207 mm length is connected to a reducer from 54 to 15 mm by a copper push fitting. This is then welded to another reducer to decrease the diameter to 8 mm. In order to minimize heat transfer from the surrounding to the LN2 in the tank, 21 insulation sheets were wrapped around it. Moreover, aluminium foil was used between the insulation layers to reduce radiation heat transfer. A total of 21 layers of insulation sheets were selected as the temperature of the last insulation sheet was measured, and it was close to ambient temperature. These insulation sheets have a thermal conductivity of 0.035 W/m.K and of 3 mm thickness. Therefore, the total The liquid nitrogen cryogenic tank is made of copper which has a total volume of 0.51 L. The 54 mm diameter tank with a 207 mm length is connected to a reducer from 54 to 15 mm by a copper push fitting. This is then welded to another reducer to decrease the diameter to 8 mm. In order to minimize heat transfer from the surrounding to the LN 2 in the tank, 21 insulation sheets were wrapped around it. Moreover, aluminium foil was used between the insulation layers to reduce radiation heat transfer. A total of 21 layers of insulation sheets were selected as the temperature of the last insulation sheet was measured, and it was close to ambient temperature. These insulation sheets have a thermal conductivity of 0.035 W/m.K and of 3 mm thickness. Therefore, the total diameter with the insulation sheets converts to 230 mm. Figure 12 shows the entire tank with its components. diameter with the insulation sheets converts to 230 mm. Figure 12 shows the entire tank with its components. The liquid nitrogen flow rate is controlled using an adjustable rod that is placed inside the tank as shown in Figure 12 . The 430 mm rod works similar to a valve, where it is rotated to open and close at the rod head. The adjustable rod has several holes seen in Figure 12 , and when it is inserted into the tank and placed at the tank head, it is used to prevent any build-up of pressure due to the evaporation of liquid nitrogen in the tank.
Thermocouples, salinity meter and a manometer were used in this experiment to measure temperatures, salinity and pressure difference respectively. In total, 12 calibrated thermocouples were used to measure the temperature at different locations in the test rig. Out of the 12, two of them were used to measure the temperature at the inlet and outlet of the liquid nitrogen copper tube. These two were thermocouple probes of type-K, which were used to measure the inlet temperature of LN2 and the outlet temperature of N2. The rest of the 10 thermocouples were cement-on surface thermocouples of type-K and were fitted at the outer surface of the copper tube to measure the temperature of the surface. These 10 thermocouples were equidistant from each other as shown in Figure 13 , where T1 is closest to the LN2 inlet and T10 is closest to the N2 outlet. The pressure difference between inlet and outlet of the evaporation of liquid nitrogen was measured using an inclined differential manometer. In order to measure the salinity of the saline water, an Omega handheld salinity meter [39] was used. This has a range of 0.1% to 10% salinity and can operate at temperatures from −5 to 60 °C [39] . The salinity meter was used to measure the salinity of ice and brine after the freeze desalination process and also to measure the salinity when making saltwater solutions before the experiment. The liquid nitrogen flow rate is controlled using an adjustable rod that is placed inside the tank as shown in Figure 12 . The 430 mm rod works similar to a valve, where it is rotated to open and close at the rod head. The adjustable rod has several holes seen in Figure 12 , and when it is inserted into the tank and placed at the tank head, it is used to prevent any build-up of pressure due to the evaporation of liquid nitrogen in the tank.
Thermocouples, salinity meter and a manometer were used in this experiment to measure temperatures, salinity and pressure difference respectively. In total, 12 calibrated thermocouples were used to measure the temperature at different locations in the test rig. Out of the 12, two of them were used to measure the temperature at the inlet and outlet of the liquid nitrogen copper tube. These two were thermocouple probes of type-K, which were used to measure the inlet temperature of LN 2 and the outlet temperature of N 2 . The rest of the 10 thermocouples were cement-on surface thermocouples of type-K and were fitted at the outer surface of the copper tube to measure the temperature of the surface. These 10 thermocouples were equidistant from each other as shown in Figure 13 , where T1 is closest to the LN 2 inlet and T10 is closest to the N 2 outlet. diameter with the insulation sheets converts to 230 mm. Figure 12 shows the entire tank with its components. The liquid nitrogen flow rate is controlled using an adjustable rod that is placed inside the tank as shown in Figure 12 . The 430 mm rod works similar to a valve, where it is rotated to open and close at the rod head. The adjustable rod has several holes seen in Figure 12 , and when it is inserted into the tank and placed at the tank head, it is used to prevent any build-up of pressure due to the evaporation of liquid nitrogen in the tank.
Thermocouples, salinity meter and a manometer were used in this experiment to measure temperatures, salinity and pressure difference respectively. In total, 12 calibrated thermocouples were used to measure the temperature at different locations in the test rig. Out of the 12, two of them were used to measure the temperature at the inlet and outlet of the liquid nitrogen copper tube. These two were thermocouple probes of type-K, which were used to measure the inlet temperature of LN2 and the outlet temperature of N2. The rest of the 10 thermocouples were cement-on surface thermocouples of type-K and were fitted at the outer surface of the copper tube to measure the temperature of the surface. These 10 thermocouples were equidistant from each other as shown in Figure 13 , where T1 is closest to the LN2 inlet and T10 is closest to the N2 outlet. The pressure difference between inlet and outlet of the evaporation of liquid nitrogen was measured using an inclined differential manometer. In order to measure the salinity of the saline water, an Omega handheld salinity meter [39] was used. This has a range of 0.1% to 10% salinity and can operate at temperatures from −5 to 60 °C [39] . The salinity meter was used to measure the salinity of ice and brine after the freeze desalination process and also to measure the salinity when making saltwater solutions before the experiment. The pressure difference between inlet and outlet of the evaporation of liquid nitrogen was measured using an inclined differential manometer. In order to measure the salinity of the saline water, an Omega handheld salinity meter [39] was used. This has a range of 0.1% to 10% salinity and can operate at temperatures from −5 to 60 • C [39] . The salinity meter was used to measure the salinity of ice and brine after the freeze desalination process and also to measure the salinity when making saltwater solutions before the experiment.
Experimental Results
Effect of Test Conditions on Temperature and Energy
Two tests were conducted, where the first test was conducted by evaporating LN 2 in a smooth copper tube. In the second test, a copper mesh has been inserted in order to increase the heat transfer. The two tests were analysed in terms of the inlet and outlet temperatures of liquid nitrogen; the temperature of ice forming at the surface of the copper tubes and the volume and salinity for the ice and brine. In both tests, the initial saltwater salinity was 1.5%, and three stages were conducted in order to desalinate the salt water to below 0.1%, which is regarded as safe to drink by the WHO (World Health Organisation) [40] . The test matrix for the two tests carried out are shown in Table 2 . Heat exchanger effectiveness (%) 21 85 In the first test, liquid nitrogen passed through the copper tube and evaporated at a flow rate of 8.69 × 10 −4 kg/s, simultaneously freezing the saline water surrounding the copper tube. Figure 14 shows the temperature distribution of liquid nitrogen at inlet and outlet and the initial and final water temperatures. The inlet temperature of LN 2 was 77.15 K, and the outlet temperature was 199.15 K indicating that energy has been lost by water for ice formation, and a considerable amount of energy has been lost to the surroundings. The initial temperature of salt water was 291.15 K, and the average temperatures for ice formed and brine remaining were 269.74 K and 283.8 K, respectively.
The surface temperatures at the copper tube surface T1 to T10 were monitored and are displayed in Figure 15 . It is seen in this figure that the temperature increases from T1, which is closest to the LN 2 inlet to T10, which is closest to the LN 2 outlet. The decrease in temperature causes the water to freeze and to form ice. Hence, it is clear that ice is only formed at locations T1 to T3 where the surface temperature is below 273.15 K. This ice is of low salinity compared to the rest of the remaining brine solution. The mean temperature at the tube surface was calculated to be 275.14 K. The pressure difference was also monitored using the manometer to be 255 Pa. The surface temperatures at the copper tube surface T1 to T10 were monitored and are displayed in Figure 15 . It is seen in this figure that the temperature increases from T1, which is closest to the LN2 inlet to T10, which is closest to the LN2 outlet. The decrease in temperature causes the water to freeze and to form ice. Hence, it is clear that ice is only formed at locations T1 to T3 where the surface temperature is below 273.15 K. This ice is of low salinity compared to the rest of the remaining brine solution. The mean temperature at the tube surface was calculated to be 275.14 K. The pressure difference was also monitored using the manometer to be 255 Pa. The total energy lost by water was calculated using Equation (18) , consisting of four terms: firstly, the energy lost from the remaining brine; secondly, the energy lost from water when ice was formed which was calculated from the initial conditions to the freezing point (F.P) of salt water; thirdly, the energy gained by ice which was calculated from the freezing point (F.P) of salt water to the final temperature of ice; and finally, the latent heat of fusion. The surface temperatures at the copper tube surface T1 to T10 were monitored and are displayed in Figure 15 . It is seen in this figure that the temperature increases from T1, which is closest to the LN2 inlet to T10, which is closest to the LN2 outlet. The decrease in temperature causes the water to freeze and to form ice. Hence, it is clear that ice is only formed at locations T1 to T3 where the surface temperature is below 273.15 K. This ice is of low salinity compared to the rest of the remaining brine solution. The mean temperature at the tube surface was calculated to be 275.14 K. The pressure difference was also monitored using the manometer to be 255 Pa. The total energy lost by water was calculated using Equation (18), consisting of four terms: firstly, the energy lost from the remaining brine; secondly, the energy lost from water when ice was formed which was calculated from the initial conditions to the freezing point (F.P) of salt water; thirdly, the energy gained by ice which was calculated from the freezing point (F.P) of salt water to the final temperature of ice; and finally, the latent heat of fusion. The total energy lost by water was calculated using Equation (18), consisting of four terms: firstly, the energy lost from the remaining brine; secondly, the energy lost from water when ice was formed which was calculated from the initial conditions to the freezing point (F.P) of salt water; thirdly, the energy gained by ice which was calculated from the freezing point (F.P) of salt water to the final temperature of ice; and finally, the latent heat of fusion. Q total water = Q brine + Q water to F.P + Q F.P to ice + mL f (18) where L f is the latent heat of fusion for seawater and m is the mass. Equation (19) was used to find the energy for ice, water and brine.
Q ice/water/brine = m(Cp 2 T 2 − Cp 1 T 1 )
where Cp 1 and Cp 2 are the initial and final specific heat capacities of water respectively. T 1 and T 2 are the initial and final temperatures respectively. The energy balance for the hot stream of saline water and the cold stream of LN 2 passing through the heat exchanger was evaluated. The total energy lost by salt water to form ice was calculated using Equations (18) and (19) .
In order to find the percentage of energy lost by water to form ice from liquid nitrogen, first the energy in liquid nitrogen is calculated using Equation (20) .
The energy density of LN 2 was calculated using H 1 and H 2 , which are the inlet and outlet enthalpies obtained from thermodynamic property tables for nitrogen [41] . The volume of LN 2 used depended on how many freezing stages were carried out.
Then, the percentage of energy lost by water to form ice (overall efficiency) from liquid nitrogen was calculated using Equation (21) .
where Q total water is the total energy lost by water calculated using Equations (18) and (19) . The energy calculations were calculated using Equations (18) to (21) , and they are summarised in Table 3 . It can be seen that only 21.42% of energy was absorbed in order to form ice in the first test. The heat exchanger effectiveness has been calculated using Equations (22) to (28) . When designing a heat exchanger, the two primary approaches are the Log Mean Temperature Difference (LMTD) method and the effectiveness Number of Thermal Units (NTU) method. The heat exchanger effectiveness was calculated as follows. Firstly, the LMTD was calculated using Equation (22) .
where ∆T 1 and ∆T 2 are the difference in temperatures at the ends of the heat exchanger and are calculated by Equations (23) and (24) .
T W1 and T W2 are the water inlet and outlet temperatures and T N1 and T N2 are the nitrogen inlet and outlet temperatures.
In order to calculate the effectiveness, the NTU, was calculated using Equation (25) .
C min is the smaller heat capacity, and it is calculated by Equation (26) . A is the surface area of the copper tube, and U is the overall heat transfer coefficient calculated by Equation (27) .
Q A∆T LMTD (27) When phase change evaporation occurs in the heat exchanger, then the behaviour of the heat exchanger is independent of flow arrangement. Therefore, the effectiveness of the heat exchanger is calculated using Equation (28) .
The heat exchanger effectiveness for the test without the mesh was very low, and it was only 21% as shown in Table 3 .
In the second test, a copper mesh ( Figure 11 ) was inserted halfway through the copper tube in order to increase the heat transfer between the fluids, and these two tests varied due to different flow rates of LN 2 . The mesh was only inserted at the halfway point of the tube due to the fact that there is a considerable amount of freezing seen at the beginning of the tube where the liquid nitrogen is entering; therefore, adding a mesh here would mean that there would be an uncontrollable amount of freezing, causing the surrounding glass tube to crack at the beginning of the tube.
In the second test, the LN 2 flow rate was 5.55 × 10 −4 kg/s and the water remained stationary. The LN 2 inlet and outlet temperatures were 79.15 and 276.5 K, respectively, as shown in Figure 16 . The initial temperature of saline water was 291.15 K, and the produced ice had a temperature of 261.15 K and the remaining brine a temperature of 278.47 K. When phase change evaporation occurs in the heat exchanger, then the behaviour of the heat exchanger is independent of flow arrangement. Therefore, the effectiveness of the heat exchanger is calculated using Equation (28).
The heat exchanger effectiveness for the test without the mesh was very low, and it was only 21% as shown in Table 3 . Heat exchanger effectiveness (%) 21
In the second test, a copper mesh ( Figure 11 ) was inserted halfway through the copper tube in order to increase the heat transfer between the fluids, and these two tests varied due to different flow rates of LN2. The mesh was only inserted at the halfway point of the tube due to the fact that there is a considerable amount of freezing seen at the beginning of the tube where the liquid nitrogen is entering; therefore, adding a mesh here would mean that there would be an uncontrollable amount of freezing, causing the surrounding glass tube to crack at the beginning of the tube.
In the second test, the LN2 flow rate was 5.55 × 10 −4 kg/s and the water remained stationary. The LN2 inlet and outlet temperatures were 79.15 and 276.5 K, respectively, as shown in Figure 16 . The initial temperature of saline water was 291.15 K, and the produced ice had a temperature of 261.15 K and the remaining brine a temperature of 278.47 K. The mean temperature at the surface walls was calculated to be 273.55 K. The temperature distribution is very different to the first test as shown in Figure 17 . This can be explained as follows; since the copper mesh was inserted up to the halfway point of the tube, a considerable amount of heat transfer is seen at the beginning of the mesh, leading to low temperature, at points T5-T8. The mean temperature at the surface walls was calculated to be 273.55 K. The temperature distribution is very different to the first test as shown in Figure 17 . This can be explained as follows; since the copper mesh was inserted up to the halfway point of the tube, a considerable amount of heat transfer is seen at the beginning of the mesh, leading to low temperature, at points T5-T8.
The pressure difference was 950.16 Pa and 69.61% of the cold energy was absorbed by water from LN 2 . The heat exchanger effectiveness was also much higher for the test with the mesh inserted as it is 85%, which is 4 times more than the first test without the mesh as shown in Table 4 . The pressure difference was 950.16 Pa and 69.61% of the cold energy was absorbed by water from LN2. The heat exchanger effectiveness was also much higher for the test with the mesh inserted as it is 85%, which is 4 times more than the first test without the mesh as shown in Table 4 . Heat exchanger effectiveness (%) 85
The first test had a higher liquid nitrogen flow rate due to the absence of the copper mesh and resulted in most of the energy being wasted into the atmosphere as the nitrogen leaves at low temperature with trapped liquid droplets. The copper mesh enhanced the heat transfer rate at a great deal resulting in more ice production. The percentage of energy lost by water from LN2 to form ice is shown in Tables 2 and 3 , where it is seen that the mesh improved the percentage of energy lost by water significantly. The heat exchanger effectiveness values for the two tests conducted with and without the mesh are shown in Tables 2 and 3 . It is seen that the energy loss is greater in the test conducted without the mesh. The test with a mesh being inserted showed greater effectiveness and less energy loss.
Effect of Test Conditions on Salinity and Volume of Ice
A salt solution of 1.5% salinity was indirectly freeze desalinated by the evaporation of liquid nitrogen. Three stages of freezing were conducted in order to bring 1.5% salt water salinity to 0.1%, which is recommended as safe to drink by the WHO [40] . In order to obtain accurate results by undergoing repeatability, three experiments were conducted of the same initial conditions, where 1.5% salinity was desalinated in three stages as shown in Figure 18 . The salinity dropped to 0.9% in the first stage and then after freezing the 0.9% salinity solution in the second stage, it dropped to 0.4%. The 0.4% solution was then taken to conduct freezing in the final stage and it dropped to 0.1%, which is within the acceptable limits of safe to drink water by the WHO [42] . The first test had a higher liquid nitrogen flow rate due to the absence of the copper mesh and resulted in most of the energy being wasted into the atmosphere as the nitrogen leaves at low temperature with trapped liquid droplets. The copper mesh enhanced the heat transfer rate at a great deal resulting in more ice production. The percentage of energy lost by water from LN 2 to form ice is shown in Tables 2 and 3 , where it is seen that the mesh improved the percentage of energy lost by water significantly. The heat exchanger effectiveness values for the two tests conducted with and without the mesh are shown in Tables 2 and 3 . It is seen that the energy loss is greater in the test conducted without the mesh. The test with a mesh being inserted showed greater effectiveness and less energy loss.
A salt solution of 1.5% salinity was indirectly freeze desalinated by the evaporation of liquid nitrogen. Three stages of freezing were conducted in order to bring 1.5% salt water salinity to 0.1%, which is recommended as safe to drink by the WHO [40] . In order to obtain accurate results by undergoing repeatability, three experiments were conducted of the same initial conditions, where 1.5% salinity was desalinated in three stages as shown in Figure 18 . The salinity dropped to 0.9% in the first stage and then after freezing the 0.9% salinity solution in the second stage, it dropped to 0.4%. The 0.4% solution was then taken to conduct freezing in the final stage and it dropped to 0.1%, which is within the acceptable limits of safe to drink water by the WHO [42] . Figure 19 shows the volume of ice obtained at each freezing stage for the experiment conducted with a mesh being inserted. Therefore, it is seen that in the first stage, the volume of ice obtained is low, and it increases as the salinity of the initial salt solution decreases. Jayakody et al. [7] explained that the ice crystals become less pure at higher initial salt water concentrations. William et al. [43] proved that the initial salt water salinity had a significant effect on salt rejection and water recovery ratios. Figure 18 . Three experiments conducted in three freezing stages. Figure 19 shows the volume of ice obtained at each freezing stage for the experiment conducted with a mesh being inserted. Therefore, it is seen that in the first stage, the volume of ice obtained is low, and it increases as the salinity of the initial salt solution decreases. Jayakody et al. [7] explained that the ice crystals become less pure at higher initial salt water concentrations. William et al. [43] proved that the initial salt water salinity had a significant effect on salt rejection and water recovery ratios. Figure 19 . Volume of ice for different freezing stages on average for the 3 experiments conducted for the tests done with the mesh.
CFD Modelling Validation
The CFD model was validated using experimental work, where the operating conditions of the experiment were inputted in the CFD model as boundary conditions. The validation process was only carried out to a test done without the mesh as including a mesh inside the copper tube would require an excessively large computational time on CFD. The validation process was carried out in Figure 19 shows the volume of ice obtained at each freezing stage for the experiment conducted with a mesh being inserted. Therefore, it is seen that in the first stage, the volume of ice obtained is low, and it increases as the salinity of the initial salt solution decreases. Jayakody et al. [7] explained that the ice crystals become less pure at higher initial salt water concentrations. William et al. [43] proved that the initial salt water salinity had a significant effect on salt rejection and water recovery ratios. Figure 19 . Volume of ice for different freezing stages on average for the 3 experiments conducted for the tests done with the mesh.
The CFD model was validated using experimental work, where the operating conditions of the experiment were inputted in the CFD model as boundary conditions. The validation process was only carried out to a test done without the mesh as including a mesh inside the copper tube would require an excessively large computational time on CFD. The validation process was carried out in Figure 19 . Volume of ice for different freezing stages on average for the 3 experiments conducted for the tests done with the mesh.
The CFD model was validated using experimental work, where the operating conditions of the experiment were inputted in the CFD model as boundary conditions. The validation process was only carried out to a test done without the mesh as including a mesh inside the copper tube would require an excessively large computational time on CFD. The validation process was carried out in terms of the temperatures at the outer surface of the copper tube, volume of ice formed and also the ice and brine salinities. Figure 20 compared the CFD predicted temperatures to their corresponding measured values at various locations on the copper tube surface at 9 min of real time. In this figure, the experimental (a test carried out with a mass flowrate of 7.45 × 10 −4 kg/s) temperature from T1-T10 were compared with those predicted by CFD, showing good agreement. The deviation from the experimental values was minimal with maximum deviations at T3 and T9 of 9.9 and 9.2 K, respectively. Additionally, the average deviation of all the points was 6.3 K. The average wall temperature of the experimental work was 277.75 K and that of the CFD was 275.25 K indicating good agreement.
ice and brine salinities. Figure 20 compared the CFD predicted temperatures to their corresponding measured values at various locations on the copper tube surface at 9 min of real time. In this figure, the experimental (a test carried out with a mass flowrate of 7.45 × 10 −4 kg/s) temperature from T1-T10 were compared with those predicted by CFD, showing good agreement. The deviation from the experimental values was minimal with maximum deviations at T3 and T9 of 9.9 and 9.2 K, respectively. Additionally, the average deviation of all the points was 6.3 K. The average wall temperature of the experimental work was 277.75 K and that of the CFD was 275.25 K indicating good agreement. The CFD predicted volume of ice formed, and the ice and brine salinities were compared to the experimental values for each stage of freezing as shown in Table 5 . It is apparent that the ice and brine salinities and the volumes of ice formed at each stage of freezing show good agreement. It is also seen in Figure 19 and Table 5 , for cases done with and without the mesh respectively, that in the third stage of freezing, 2.6 times more volume of ice was produced for the case with the mesh in comparison to the case without the mesh.
CFD Parametric Analysis-Flow Rate
The validated CFD model was used to carry out parametric analysis to investigate the effect of LN2 flow rate on the produced volume of ice. Figure 21 shows the volume of ice at various inlet LN2 velocities ranging from 0.0001 to 0.016 m/s. It can be seen that the volume of ice increased with the increase of LN2 velocity. The CFD predicted volume of ice formed, and the ice and brine salinities were compared to the experimental values for each stage of freezing as shown in Table 5 . It is apparent that the ice and brine salinities and the volumes of ice formed at each stage of freezing show good agreement. It is also seen in Figure 19 and Table 5 , for cases done with and without the mesh respectively, that in the third stage of freezing, 2.6 times more volume of ice was produced for the case with the mesh in comparison to the case without the mesh.
The validated CFD model was used to carry out parametric analysis to investigate the effect of LN 2 flow rate on the produced volume of ice. Figure 21 shows the volume of ice at various inlet LN 2 velocities ranging from 0.0001 to 0.016 m/s. It can be seen that the volume of ice increased with the increase of LN 2 velocity. Figure 21 shows that for 0.0001 m/s and 0.0006 m/s of LN2 velocities, a volume of 10.78 mL and 46.71 mL of ice were obtained, respectively. Therefore, increasing the velocity of LN2 by 6 times, increased the volume of ice by about 4.3 times. For 0.0016 m/s velocity of liquid nitrogen, the volume of ice obtained was 91.75 mL, producing 96.42% more ice in comparison to the 0.0006 m/s velocity of LN2. Moreover, for 0.016 m/s velocity of LN2, it is seen that a greater volume of ice of about 358.55 mL was obtained, which was about 3.91 times more than the volume obtained at 0.0016 m/s velocity of LN2. This is due to the fact that, as the flow rate is increased, LN2 travels further along the copper Figure 21 . Volume of ice obtained at different LN 2 velocities. Figure 21 shows that for 0.0001 m/s and 0.0006 m/s of LN 2 velocities, a volume of 10.78 mL and 46.71 mL of ice were obtained, respectively. Therefore, increasing the velocity of LN 2 by 6 times, increased the volume of ice by about 4.3 times. For 0.0016 m/s velocity of liquid nitrogen, the volume of ice obtained was 91.75 mL, producing 96.42% more ice in comparison to the 0.0006 m/s velocity of LN 2 . Moreover, for 0.016 m/s velocity of LN 2 , it is seen that a greater volume of ice of about 358.55 mL was obtained, which was about 3.91 times more than the volume obtained at 0.0016 m/s velocity of LN 2 . This is due to the fact that, as the flow rate is increased, LN 2 travels further along the copper tube before being fully evaporated and thus reducing the temperature at a large area of the copper tube. Figures 22 and 23 display the liquid phase fraction contours for 0.0001 and 0.0006 of LN 2 velocity, respectively. It is seen that by increasing the velocity of LN 2 , the LN 2 travels further along the copper tube before being evaporated and thus producing more ice. Figure 21 shows that for 0.0001 m/s and 0.0006 m/s of LN2 velocities, a volume of 10.78 mL and 46.71 mL of ice were obtained, respectively. Therefore, increasing the velocity of LN2 by 6 times, increased the volume of ice by about 4.3 times. For 0.0016 m/s velocity of liquid nitrogen, the volume of ice obtained was 91.75 mL, producing 96.42% more ice in comparison to the 0.0006 m/s velocity of LN2. Moreover, for 0.016 m/s velocity of LN2, it is seen that a greater volume of ice of about 358.55 mL was obtained, which was about 3.91 times more than the volume obtained at 0.0016 m/s velocity of LN2. This is due to the fact that, as the flow rate is increased, LN2 travels further along the copper tube before being fully evaporated and thus reducing the temperature at a large area of the copper tube. Figures 22 and 23 display the liquid phase fraction contours for 0.0001 and 0.0006 of LN2 velocity, respectively. It is seen that by increasing the velocity of LN2, the LN2 travels further along the copper tube before being evaporated and thus producing more ice. Therefore, it can be concluded that, by increasing the velocity of LN2, more ice would be generated, and thus more water could be desalinated due to the fact that the LN2 travels further along the copper tube before being evaporated. However, increasing the velocity means that the N2 outlet conditions will have a higher amount of cold energy.
Conclusions
This work investigated numerically and experimentally the feasibility of using cryogenic energy by the evaporation of liquid nitrogen for indirect freeze desalination. Computational fluid dynamics have been used to simulate the evaporation of liquid nitrogen to provide the cooling required for freeze desalination. The main physics used in the modelling process were multiphase, Therefore, it can be concluded that, by increasing the velocity of LN 2 , more ice would be generated, and thus more water could be desalinated due to the fact that the LN 2 travels further along the copper tube before being evaporated. However, increasing the velocity means that the N 2 outlet conditions will have a higher amount of cold energy.
This work investigated numerically and experimentally the feasibility of using cryogenic energy by the evaporation of liquid nitrogen for indirect freeze desalination. Computational fluid dynamics have been used to simulate the evaporation of liquid nitrogen to provide the cooling required for freeze desalination. The main physics used in the modelling process were multiphase, solidification/melting, species transport and energy to develop a CFD model for the evaporation of liquid nitrogen to conduct freeze desalination. This CFD model predicted the surface temperatures of the copper tube, the final ice and brine salinities and the volume of ice produced. A heat exchanger test rig was built to evaporate liquid nitrogen while simultaneously freezing seawater in order to validate the CFD model. The CFD results were compared to experimental showing good agreement, where the average surface temperature deviation was 6.3 K, and the percentage errors for ice, brine and volume of ice were 17%, 6.62% and 3.03%, respectively.
Two experiments were conducted with and without a mesh being inserted in order to enhance the heat transfer. Inserting the copper mesh improved the heat transfer to a great deal, producing more ice and more desalinated water. The percentage of energy lost by water (overall efficiency) from liquid nitrogen to form ice increased significantly for the test with the mesh; it was 70% for the test with the mesh and only 21% for the test without the mesh. The heat exchanger effectiveness improved considerably when the mesh was inserted as it increased by about 4 times for the test with the mesh in comparison to the test carried out without using a mesh.
Three stages of freezing were done in order to bring the ice salinity of 1.5% down to 0.1%, which is stated as safe to drink by the WHO [40] . It was also concluded that, the initial salinity of salt water had a significant effect on the volume of ice produced and the rate of freezing. Liquid nitrogen (0.5 L) was evaporated with 104 kJ of energy consumption to freeze 450 mL of salt water in order to obtain a volume of 150, 170 and 200 mL of pure water in the first, second and third freezing stages, respectively, to bring the ice salinity below 0.1%.
Parametric study was then carried out by changing the liquid nitrogen flow rate to observe the volume of ice obtained. When increasing the velocity of LN 2 by 6 times, the volume of ice obtained increased by 4.3 times. It was concluded that by increasing the constant velocity of LN 2 , more volume of ice was generated due to LN 2 travelling further along the copper tube before being evaporated, leading to lower surface temperatures and higher rate of freezing. Hence, the above results illustrate the potential of using the cold energy of cryogenic fluids such as LNG and LN 2 /L Air for freeze desalination applications, as most cold energy during LNG regasification has been unexploited today. 
Nomenclature
